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Abstract: Higher temperatures can cause health problems such as heat stroke, and the number of cases increases sharply 
in people over 65 years old. Elderly people have a high risk of heat stroke, not only during the day but also at night, and 
they also have a reduced sensitivity to heat, so the possibility that countermeasures are taken too late increases. In such 
cases adverse effects cannot be prevented by measures involving voluntary action, including the provision of air 
conditioning. For these reasons, heat stroke countermeasures involving methods that do not depend on the sensory 
functions of the target person are needed. Therefore, we propose a new method for controlling indoor temperatures using 
heat-resistant paint. In this study, two verification experiments were conducted totest the proposed temperature control 
method in cargo containers and communal buildings. The effectiveness of the methods was apparent in measurements of 
temperature and electricity consumption. 
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1. Introduction 
The aging of Japanese society has been progressing over 

the past several years, and people aged over 65 years now 
constitute more than 20% of the population. This change has 
also occurred in many other developed countries [1-3]. For 
this reason, the work force at production sites is becoming 
dependent on elderly workers, and the aging of workers is 
becoming a major social problem. Furthermore, it is 
gradually becoming necessary to implement improvements 
in workplace environments with consideration for elderly 
workers [4-6]. The first points that are usually emphasized 
when considering indoor environments are temperature and 
humidity. Although a well-known health problem associated 
with rising temperatures is heat stroke, the temperature at 
which a surge in the number of cases occurs depends on age 
group. Although a surge in the number of heat stroke cases in 
people aged 15 to 64 years occurs at 35°C, in people aged 
over 65 years it occurs at 33°C. Moreover, temperatures in 
excess of 33°C induce circulatory system disorders in people 
older than 65 years, and the death rate associated with heart 

attacks increases [7-9]. Elderly people have a high risk of 
heat stroke, not only during the day but also at night, and 
they also have a reduced sensitivity to heat, so the possibility 
that countermeasures are taken late increases [10]. In such 
cases adverse effects cannot be prevented by measures 
involving voluntary action, including by the provision of air 
conditioning. Therefore, heat stroke countermeasures by 
methods that do not depend on the sensory functions of the 
target person are needed. For this reason, the Association for 
Preventive Medicine in Japan recommends that temperature 
and humidity measurements be made at indoor workplaces 
twice per month. Also various studies have measured the 
effectiveness of building insulation on daytime temperature 
rise restraint. However, its influence at night has not been so 
well studied. 

Moreover, global warming is an international concern 
and various domestic organizations in Japan are making 
efforts to address this problem [11, 12]. 

Taking into account the above circumstances, we propose 
a new temperature control method for indoor workplaces 
using heat-resistant paint. If the temperature of indoor 
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workplaces can be adjusted to the most comfortable level, 
the number of health-related incidents during work can be 
reduced, and a pleasant work environment can be offered to 
elderly workers. Specifically, the proposed method prevents 
rising temperatures by applying energy-efficient materials 
that reduce the emission of CO2 without the need for air 
conditioning devices. The method uses a heat-resistant paint 
developed by Nissin Sangyo Co., Ltd., which has the largest 
market share among energy-saving paints. This paint contains 
ceramic beads with insulating properties. We have already 
published several reports indicating that this heat-resistant 
paint is superior to other paints [13]. Here we describe the 
experimental verification of the paint’s effectiveness on 
cargo containers and communal buildings. 

2. Verification Experiment Using Cargo 
Containers 

2.1. Experimental Setup 

In the first verification experiment, two containers (H: 
2591 mm, D: 2438 mm, L: 3658 mm; Figure 1) were placed 
side by side. These containers were made of steel. One 
container was coated with the paint containing ceramic 
beads (container A, right in Figure 1(a)), and the other was 
an uncoated, ordinary cargo container (container B, left in 
Figure 1(a)). The effectiveness of the proposed temperature 
control method was verified by comparing temperature 
fluctuations in both containers during the summer. The 
evaluation index was based on measurements of internal 
temperature at five points, as shown in Figure 1(b). In 
addition, external temperature was measured to evaluate the 
effect of the method. The experimental conditions are 
detailed in Table 1. 

 

(a) Cargo Containers 

 

(b) Measurement points of container internal temperature 

Figure 1. Experimental setup. 

Table 1. Experimental conditions (cargo containers) 

Contents Details 

Experimental location 
Chiba PRF, east of Japan. Latitude 
35.6 °N and longitude 140.1 °E 

Measurement period 19 Sept. to 4 Oct., 2006 (2 weeks). 

Measuring instrument RSW-20s, Espec. (for temperature) 

Measurement interval 30 minutes 

2.2. Results and Discussion 

Figure 2 shows temperature fluctuations inside and 
outside the containers during the measurement period. It is 
clear from the figure that container A had a lower internal 
temperature than container B. There is also visible 
correlation between outside and internal container 
temperatures, with temperature fluctuations inside following 
those outside. 

Next, we calculated average temperatures over the 
measurement period from measured daily peak temperatures 
inside the container (Figure 3). The average internal 
temperature in container A was 29.2°C, compared with 
37.0°C in container B. This shows that the proposed system 
was able to lower the temperature by 7.8°C. Moreover, the 
largest temperature difference, on 28 September, was 18.5°C. 
These results suggest that the proposed method enables 
temperature control without energy consumption. 

Insulation materials were not included in the container 
used in the experiment. Therefore, we conducted an 
experiment that included insulation to verify the 
effectiveness of the proposed method in collective housing, 
as described in the next section. 

 

Figure 2. Temperature fluctuations inside and outside containers. 

 

Figure 3. Average peak temperature during measurement period. 
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3. Verification Experiment Using a 
Communal Building 

3.1. Experimental Setup 

Figure 4(a) is a photograph of the target buildings, which 
are two adjacent conventional houses of identical construction. 
The roof and external walls of one building were coated with 
the paint containing ceramic beads (house A), and the other 
was left as a normal, uncoated house (house B). The 
evaluation index was based on measurements internal 
temperature at 9 points, as shown in Figure 4(b). The 
external temperature was also measured. The effectiveness of 
the proposed temperature control method was verified by 
comparing temperature fluctuations in both houses during the 
summer. We also compared the amount of electricity 
consumed by each house's air-conditioning system to 
maintain a constant indoor temperature. The experimental 
conditions are listed in Table 2. 

 

(a) Communal buildings 

 

(b) Measurement points of house internal temperature 

Figure 4. Experimental setup. 

Table 2. Experimental conditions (communal building) 

Contents Details 

Experimental location 
Mie PRF, west of Japan Latitude 34.1 °N 
and longitude 136.2 °E 

Measurement period 25 Aug. to 5 Sept., 2007 (12 days). 

 
RSW-20s, Espec. (for temperature). 3169, 
HIOKI. (for power consumption) 

Measurement interval 
5 minutes. (for temperature). 10 minutes. 
(for power consumption) 

3.2. Results and Discussion 

Figure 5 shows the temperature fluctuations inside and 
outside the houses for one week, from 28 August to 3 
September. It is clear from the figure that house A had a 
lower indoor temperature than house B. 

Next, we calculated average peak temperatures over the 
measurement period from the daily measured peak 
temperatures inside the houses (Figure 6). The average 
indoor temperature in house A was 27.9°C, compared with 
29.4°C in house B, indicating that the proposed system was 
able to reduce the temperature by 1.5°C. The difference 
between results of the house and container experiments can 
be attributed to insulating materials used in the houses’ 
construction. Thus, the proposed method is effective even in 
buildings with such materials.  

 

Figure 5. Temperature fluctuations inside and outside houses 

 

Figure 6. Average peak temperature in measurement period 

Figure 7 shows an example of electricity consumption 
measurements during a period of air-conditioning use. It is 
evident from the figure that electricity consumption in house 
A was lower than in house B. In addition, because the 
air-conditioning system’s thermostat was set to 26.0°C in the 
experiment, the air-conditioning system switched off when 
the indoor temperature fell below that value. In the figure, 
this state is indicated by an electricity value of zero.  

Table 3 shows electricity consumption on each 
measurement day (from 25 to 27 August and 4 to 5 
September). On average, the consumption in house A was 
3.7 kWh/day, compared with 4.6 kWh/day in house B, 
showing that the proposed system was able to reduce 
consumption by 20%. 
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Figure 7. Example of electricity consumption measurements during times 
of air-conditioning use. 

Table 3. Electricity consumption on each day of measurement (kWh). 

Date House A House B Ratio (A/B) 
25 Aug. 2.73 3.45 0.79 
26 Aug. 4.98 6.62 0.75 
27 Aug. 3.85 4.85 0.79 
4 Sept. 3.77 4.56 0.83 
5 Sept. 3.14 3.48 0.90 
Average 3.694 4.592 0.804 

4. Effect at nighttime 

We compared the internal temperatures during the daytime 
and nighttime, for both containers and buildings. In the 
containers, the daytime effect is remarkable, and there is no 
difference at night. However, in the buildings, there is 
difference of temperature in both the daytime and nighttime. 
Therefore, we compared the air conditioning energy saving 
rates for daytime and nighttime. We set division between 
daytime and nighttime by the period of daylight.  
Table 4 and Figure 8 show the electricity consumption 

results. The energy saving rate for air conditioning during 
daytime was 26.3%, and during nighttime it was 15.3%. 
Thus, this heat-resistant paint can improve indoor 
temperatures in a building not only during the day, but also 
at night. This suggests that using heat-resistant paint can 
produce an environment in which the possibility of heat 
stroke for elderly people at night is reduced. 

Table 4. Electricity consumption on measurement (W) 

Time House A House B Ratio (A/B) 
Daytime (7:00-19:00) 245.8 333.4 0.737 

Nighttime (19:00-7:00) 122.6 144.7 0.847 

 
(**: p<0.01) 

Figure 8. Consumption electricity comparison for daytime and nighttime. 

5. Conclusions 
In this study, two verification experiments were 

conducted to test a proposed temperature control method in 
cargo containers and conventional houses. The results can 
be summarized as follows. 

� In an environment with an average ambient temperature 
of 24.6°C, the peak temperature inside a cargo container 
with the proposed system was 7.8°C cooler than in an 
ordinary container. 

� In an environment with an ambient temperature greater 
than 33.1°C, for any arbitrary setting of room temperature 
inside an ordinary house, the proposed system can reduce 
energy consumption by 20% compared with an air 
conditioner alone. 

� The energy saving rate for air conditioning in a 
building was 26.3% in the daytime, and for the 
nighttime it was 15.3%. 
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